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ENVIRONMENTAL CONSIDERATIONS: 

 
Exposure to Moisture 

 
 
The Nature of Nylon 6.6  
 
Nylon 6.6 is a hygroscopic material with stresses induced during the molding process. A 
majority of cable ties manufactured today are made from various grades of Nylon 6.6. Nylon 6.6 
is referred to as being a hygroscopic material because it absorbs water and/or loses water 
depending on the surrounding environment.  
 
Cable ties are typically molded. The molding process may dry out the material.  To reduce these 
effects, manufacturers may add water to a sealed bag and this process is known as moisture 
conditioning. 
 
Mechanical Advantages of Moisture in Cable Ties 
 
There are mechanical advantages with moisture present in cable ties made from hygroscopic 
materials. The act of inserting a cable tie strap into the head locking mechanism requires some 
flexibility in the locking mechanism. The moisture conditioning process helps to keep the locking 
mechanism flexible during installation and provides more impact resistance. 
 
Packaging Cable Ties with Moisture 
 
To keep cable ties flexible for installation, they are typically sealed in plastic bags to retain the 
moisture during storage for later use. Manufacturers recommend storing cable ties in a sealed 
plastic bag, out of sunlight, at 23°C (73°F) and 50% RH. The sealed plastic bags help retain a 
reasonable amount of moisture in the cable ties to withstand the stresses of installation. Cable 
tie manufacturers take into consideration material and thickness when selecting their packaging 
to ensure it will prevent the moisture from escaping. Typically a LDPE (Low Density 
Polyethylene) bag is used for this purpose. 
 
During Storage 
 
A sealed bag of cable ties in most warehouse environments should maintain its moisture level 
for a period of one year. If long-term storage beyond 1 year occurs, and the storage 
environment is very dry, reconditioning the product will increase its flexibility. It is 
recommended that stock is rotated “first in, first out” to maintain the most recent product in 
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inventory. An opened bag of properly processed cable ties should remain flexible in a dry 
environment for approximately 3 to 5 days, depending on the size and type of cable tie and the 
level of relative humidity. 
 
Moisture Effects After Installation 
 
After the cable tie has been properly installed in the application environment, the cable tie will 
absorb and/or lose moisture due to environmental changes. This is the hygroscopic behavior of 
nylon and the effect of water as a plasticizer. An increase in moisture will lower the cable tie’s 
loop tensile strength. A decrease in moisture will increase the tensile strength. This type of 
reaction is normal for most applications. 
 
Moisture also alters the impact resistance of cable ties. As moisture is absorbed into the parts, 
the impact resistance is increased (cable ties become more flexible). On the other hand, as 
parts dry out and the impact resistance is reduced (cable ties become less flexible). 
 
In a normal assembly operation, the maximum stress a cable tie will undergo during installation 
is when the cable tie is tensioned and cut with a cable tie installation tool. After the installation 
process, the remainder of the service life of a cable tie is typically less stressful. 
 
Conditioning Practices Followed in UL 62275 
 
UL 62275 establishes stabilization times based on cable tie strap thickness. The intent is to 
achieve equilibrium of moisture content prior to evaluating tensile strength of cable ties. 
 
NEMA members provide high value, consistent quality, safe and efficient use for cable ties and 
their associated fixing devices that meet the expectations of a wide variety of users. Visit us at 
http://www.nema.org/prod/be/cable-ties/ for current information on our industry and for the 
names of NEMA member cable tie manufacturers.
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NOTICE AND DISCLAIMER 

 
 
The information in this publication was considered technically sound by the consensus of persons 
engaged in the development and approval of the document at the time it was developed.  Consensus 
does not necessarily mean that there is unanimous agreement among every person participating in the 
development of this document. 
 
The National Electrical Manufacturers Association (NEMA) standards and guideline publications, of which 
the document contained herein is one, are developed through a voluntary consensus standards 
development process.  This process brings together volunteers and/or seeks out the views of persons 
who have an interest in the topic covered by this publication.  While NEMA administers the process and 
establishes rules to promote fairness in the development of consensus, it does not write the document 
and it does not independently test, evaluate, or verify the accuracy or completeness of any information or 
the soundness of any judgments contained in its standards and guideline publications. 
 
NEMA disclaims liability for any personal injury, property, or other damages of any nature whatsoever, 
whether special, indirect, consequential, or compensatory, directly or indirectly resulting from the 
publication, use of, application, or reliance on this document.  NEMA disclaims and makes no guaranty or 
warranty, expressed or implied, as to the accuracy or completeness of any information published herein, 
and disclaims and makes no warranty that the information in this document will fulfill any of your particular 
purposes or needs.  NEMA does not undertake to guarantee the performance of any individual 
manufacturer or seller’s products or services by virtue of this standard or guide. 
 
In publishing and making this document available, NEMA is not undertaking to render professional or 
other services for or on behalf of any person or entity, nor is NEMA undertaking to perform any duty owed 
by any person or entity to someone else.  Anyone using this document should rely on his or her own 
independent judgment or, as appropriate, seek the advice of a competent professional in determining the 
exercise of reasonable care in any given circumstances.  Information and other standards on the topic 
covered by this publication may be available from other sources, which the user may wish to consult for 
additional views or information not covered by this publication. 
 
NEMA has no power, nor does it undertake to police or enforce compliance with the contents of this 
document.  NEMA does not certify, test, or inspect products, designs, or installations for safety or health 
purposes.  Any certification or other statement of compliance with any health or safety-related information 
in this document shall not be attributable to NEMA and is solely the responsibility of the certifier or maker 
of the statement. 

 


